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NOTES:
AT MH—1 SPLICE INTO CIRCUIT FEEDING POLES #4.£5 AND #6.
CIRCUIT MUST REMAIN INTACT 70 FEED POLE #6.

INSTALL 3-1/C #8 600V, 1~1/C #8 GND IN SPARE DUCT FROM
MH #1 TO MH #5.

INSTALL 6_1/C #8 600V, 2-1/C #8 GND IN 2" PVC CONCRETE
ENCASED DUCT BANK.

INSTALL 3~1/C #8 60OV, 1~1/C #8 GND IN 2" PVC CONCRETE
ENCASED DUCT BANK.

PLACE LIGHT POLES 3'~0" FROM FENCE LINE AT CENTER.
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AT FULL SCALE (34x22).
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